three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

one quarter inch = one foot

16

one eighth inch = one foot
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fozeas woees T @ REMOVE AND REPLACE EXISTING PNEUMATIC THERMOSTAT WITH NEW WIRELESS PNEUMATIC
THERMOSTAT (WPT). FIELD VERIFY EXACT LOCATION. TYPICAL FOR ALL THERMOSTATS ILLUSTRATED
ON THIS DRAWING.
@ PROVIDE NEW WIRELESS REPEATER AT APPROXIMATE LOCATION. REFER TO GENERAL NOTES (THIS
DWG) AND SPECIFICATIONS FOR ADDITIONAL INFORMATION.
[ @ PROVIDE CONTROLLER WITH WIRELESS USB HUB. CONTRACTOR SHALL MOUNT DIRECTLY TO WALL OR
[t H 3 PROVIDE WALL SHELF. FIELD VERIFY AVAILABLE LOCATION WITHIN ROOM. REFER TO ELECTRICAL PLANS
FOR ADDITIONAL INFORMATION.
H H H Hj
—] A. ALL EXISTING PNEUMATIC THERMOSTATS IN SCOPE OF WORK AREAS SHALL BE REPLACED WITH NEW
WIRELESS PNEUMATIC THERMOSTATS (WPTs). LOCATIONS INDICATED ON PLANS ARE APPROXIMATE AND
SHALL BE FIELD VERIFIED FOR EXACT LOCATION, MOUNTING HEIGHT, AND ACCESSIBILITY.
B. ACCESS TO ROOMS SHALL BE SCHEDULED WITH VA COR AND DEPARTMENT STAFF. SUBMIT PROPOSED
SCHEDULE TO VA FOR REVIEW WITHIN 10 BUSINESS DAYS OF NOTICE TO PROCEED. AREAS CONSIDERED
CRITICAL OR LIMITED AVAILABILITY SHALL BE COORDINATED WITH THE VA DURING THE DEVELOPMENT OF
THE SCHEDULE. o . A
FOURTH FLOOR PLAN 1 C. FINAL QUANTITIES AND LOCATIONS OF WIRELESS REPEATERS SHALL BE DETERMINED BY THE
SCALE: 1/16" = 1'0" CONTRACTOR AND VENDOR IN ORDER TO GUARANTEE A FULLY FUNCTIONAL SYSTEM.
D. CONTRACTOR SHALL IDENTIFY THE TYPE OF EACH PNEUMATIC THERMOSTAT (i.e. DIRECT, REVERSE- . X
0 8 16' 32' 64' ACTING, OTHER) AND REPLACE WITH THE CORRECT TYPE WIRELESS PNEUMATIC THERMOSTAT (WPT). P PHE A
= 3 )
E. REFER TO ELECTRICAL PLANS FOR ADDITIONAL INFORMATION. " ™
%’ " ‘:
=-‘- =]
A. IF DEDUCT ALTERNATE 1 IS ACCEPTED, THIS DRAWING SHALL SUPERSEDE DRAWING 1-MES. FOURTH FLOOR KEY PLAN
B. DEDUCT ALTERNATE 1 WILL RESULT IN A TOTAL OF 65 WPT's TO BE INSTALLED ON THE FOURTH FLOOR. NOT TO SCALE 2
e ——= CONSULTANTS: ARCHITECT/ENGINEER: " DEDU "CON 11520
" s, . DEDUCT ALTERNATE 1 CONVERT PNEUMATIC 541-15-202 Offi ¢
OF A |
FOURTH FLOOR PLAN VAV BOXES TO DDC SoTdng Nombe: ce O
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